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HNOTICE OF BREAKDOEN OF BEQUIPMERT
ARTICLE XXI ~ SECTION 2108.1

1. 188 Refarence Rumber: 08-0721
ACHD Reference Numbsyr: 10839

s

& Date & Time of Breakdown: Date: 08718708 Time: 0820 hour

»
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3. Company Wame: U.S. Steel Corporation -~ USS Clairton Works

4. Specific Bquipment Involved or Affected: #9 Battery Igniter
Flare

5. BAPC Permit Number {(if applicable}:
5. Location: Clairton, PA

7. Hature and cause of breakdown: The #9% Battery Igniter Flare was
temporarily unavailable for service when the 25 oyoele power
supply was shut off to make repalrs at the screening station.
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8. Identification of Emiszsions:

A, Type{s) {(CO, HOX, 80,, Particulates, Hydrocarbons, eto.)
o envivonmental impagt.

B, Toxic gualities of sach type {including its gqualities as
an irritant, and its potential for causing illness,
disability, or mortality}. N/&

. Amount of sach type emitted {or likely to be smitted).
NAA

9. Measures taken {or to be taken) to minimize length of breakdown
and amount of emissions, including shutdown or curtailment {(or
why it is impossible or impractical to do zo).

The 25 cycle power supply was restored and the igniter flare
was avallable for service.

10. Facility back in operation -~ Date: (08/19/08 Time: 0%353 hours

/f o3 - . '
€03 ppmy o o S o I S AN - R e
Signature_ | é&%@f{ﬂ &Zm N Date b ol-fFF
Coleen M. Davis
Senlor Environmental Contrel Enginesr Fhone: 412-233-1015
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